NOTE:
1. 1/2" EXPANSION JOINT, ASTM D—1754
PER MAG SECTION 729.

ALLEY OR //
/DR\\/EWAY

SURFACE TO
MATCH ALLEY
OR DRIVEWAY

ANGLE PICK—UP

CLASS "B”
CONCRETE

3—4" DIA.
STEEL POLES

12'=0" x 12'=0" x 6" THICK
CONCRETE APPROACH SLAB WITH
THICKENED EDGES, CLASS "B”
CONCRETE W/ 6" x 67, 1.4 x1.4
WWF, ON COMPACTED SUBGRADE.
APPROACH SLAB SHALL HAVE A
CONSTANT SLOPE WHICH MATCHES
THE ENCLOSURE SLAB.

/2" EXPANSION
JOINT

QI SLOPE TO
#4 BAR DRAIN (TYP)
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APPROACH SLAB
THICKENED EDGE DETAIL

8" CMU BLOCK OR STUCCO

TO MATCH BUILDING \ I ) A
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12’—=0" x 12'=0" x 8" THICK — =
CONCRETE APPROACH SLAB WITH

—o1/2" EXPANSION
JOINT

THICKENED EDGES, CLASS "B”
CONCRETE W/ 8” x 87, 1.4 x1.4

>0

APPROACH SLAB SHALL HAVE A

CONSTANT SLOPE WHICH MATCHES

\
\

WWF, ON COMPACTED SUBGRADE. || 3
\

THE ENCLOSURE SLAB. \

25" CLEAR APPROACH

THICKENED EDGE DETAIL

PLACE 3—4" DIA. STEEL
POLES 60" ABOVE GRADE
CAP OR GROUT FULL. PAINT
TO MATCH WALL COLOR.
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3"@@C SCH 40 STEEL VENT PIPE

NOTE: METER VAULTS MAY BE EITHER

S VAULT DIMENSIONS TABLE
[ ) WITH CAP. DRILL 1/4”¢ HOLES BLOCK MASONARY OR CAST—IN—PLACE OR . . -
R - ] 1”7 0.C. IN TOP 12" OF PIPE. PRE—CAST CONCRETE, SEE MAG STD MAIN SIZE 3 4 6
o STRAP PIPE TO WALL. INSTALL DETAIL 321 FOR VAULT CONSTRUCTION. ) 8_4" | 10-6" | 12—-0"
VENTS IN UNPAVED AREAS ONLY.
o GROUT s (B) 4-6" | 5-0" 5-0"
. WATERTIGHT
o (TYP.) FINISH GRADE ,
3 MIN. (A)-VARIES, SEE VAULT DIMENSION TABLE ABOVE
/\memummmmum!
" HOLE DIAMETER IS 17 A
a LARGER THAN FLANGE 0.D.
<¢ . DUCTILE IRON
21 R4 PIPE REQUIRED
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N Lo RESTRAIN FLANGED THROUGH //// o
N \:;/ TYPICAL > % N \ WALL WITH 5/8” ALL THREAD =
5 BOTH | 2 \ WITH 1/4" PLATE EACH SIDE. .
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: I E | 378 AR VENT  ——~— |
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x 12" x 6” CONCRETE
ADJUSTABLE \\g, BASE (TYP.) A
METAL PIPE
SUPPORTS EXCEPT FOR 2” COPPER BYPASS ALL FITTINGS WILL BE
TYP. THROUGH 4" CRUSHED  INSULATE WATER MAIN FROM CONCRETE FLANGED. UNIFLANGE NOT ACCEPTABLE UNLESS APPROVED
ouT ROCK BOX WITH 17 RAMNECK OR OTHER BY WATER OPERATIONS. 2" COPPER BYPASS WILL BE
EXPANSION MATERIAL APPROVED BY THE JOINED WITH SILVER SOLDER EXCEPT AT 2” CORP STOP
ENGINEER. GROUT BALANCE OF OPENING WHICH WILL BE PAC JOINT.
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W/ GREASE CONTAINMENT AREA




